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CONSTRUCTION DOCUMENTS RD

ENLARGED PLANS AND INTERIOR

DETAILS

1-A21

 1/4" = 1'-0"
1

SOUTH ENTRANCE CONDITION

 1/2" = 1'-0"
2

CR. CART ALCOVE CONDITION

SOLID SURFACE @ 42" A.F.F.

 1 1/2" = 1'-0"
3

FIRE EXTINGUISHER RECESS PLAN

GYPSUM BOARD, FINISH
AS SCHEDULED

3 5/8" METAL STUD

SEALANT

V
E

R
IF

Y
 W

/E
Q

.
M

A
N

U
F

A
C

T
U

R
E

R

 1 1/2" = 1'-0"
4

FIRE EXTINGUISHER RECESS SECTION

GYPSUM BOARD,
FINISH AS SCHEDULED

3 5/8" METAL STUD

VERIFY

 1/2" = 1'-0"
5

SECTION THROUGH CRASH CART ALCOVE
 1 1/2" = 1'-0"

6
SPECIMEN PASS THROUGH DETAIL

 1 1/2" = 1'-0"
7

TYPICAL COLUMN FURRING DETAIL

SOLID SURFACE ON
METAL STUDS

RUBBER BASE

CEILING AS INDICATED ON PLANS

2 DOOR SPECIMEN
PASS THROUGH CABINET
R.O. IS 11 1/2" WIDE BY 10
7/8" HIGH, 34" FROM FLOOR
TO BOTTOM OF CABINET
RE: SPECIFICATIONS

FIRE EXTINGUISHER CABINET

2 HR RATED STAIR ENCLOSURE

CRASH CART


